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three inches = one foot
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one and one—half inches = one foot
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three—quarters inch = one foot
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one—half inch = one foot
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three—eighths inch = one foot

4

one—quarter inch = one foot
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INSTALL A TEMPERATURE SENSOR (DDC) IN THE RETURN AIR
DUCT, USE TO CONTROL THE ATU'S ¢/OR REHEAT COILS.

FOR CHILLED WATER SYSTEM SCHEMATIC SEE He. 1.1
FOR HEATING WATER RISER DIAGRAM SEE HT.2.1.

FOR STEAM ¢ STEAM CONDENSATE RETURN RISER DIAGRAM SEE H1.4.1.

MPS (30), MPR, SCH, SCHR UP TO AHU ON ROOF.

SEE 5/H3.3.3 FOR SHAFT M3 PLAN.

SEE 11/H3.3.3 FOR SHAFT M9 PLAN.

(2) 10" & (3) ©" VENTS FROM SHAFT, OFFSET UP THRU ROOF.

DESIGNATES SENSOR TS-6, REFER TO CONTROL DIAGRAM
SHEET H5.2.3.

DESIGNATES SENSOR T5-4, REFER TO CONTROL DIAGRAM
SHEET H5.2.1.

"FOR BASIC FIRE PROTECTION DIAGRAMS, SEE FIRE
PROTECTION PLANS, FP PREFIX DRAWINGS. FOR SPECIFIC
PARTITION TYPES SEE ARCHITECTURAL DIMENSION PLANS."
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